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(c) Boilers, inert gas generators, and
combustion engines in the main propel-
ling machinery space that use boil-off
gas as fuel; or

(d) Equipment for services, other
than those under paragraph (c) of this
section, that use boil-off gas as fuel
and that are located:

(1) In the main propelling machinery
space; or

(2) a space specially approved by the
Commandant (CG-OES).

[CGD 74-289, 44 FR 26009, May 3, 1979, as
amended by CGD 82-063b, 48 FR 4782, Feb. 3,
1983]

§154.705 Cargo boil-off as fuel: Gen-
eral.

(a) Each cargo boil-off fuel system
under §154.703(c) must meet §§154.706
through 154.709.

(b) The piping in the cargo boil-off
fuel system must have a connection for
introducing inert gas and for gas free-
ing the piping in the machinery space.

(c) A gas fired main propulsion boiler
or combustion engine must have a fuel
oil fired pilot that maintains fuel flow
as required under §154.1854 if the gas
fuel supply is cut-off.

§154.706 Cargo boil-off as fuel: Fuel
lines.

(a) Gas fuel lines must not pass
through accommodation, service, or
control spaces. Each gas fuel line pass-
ing through other spaces must have a
master gas fuel valve and meet one of
the following:

(1) The fuel line must be a double-
walled piping system with the annular
space containing an inert gas at a pres-
sure greater than the fuel pressure.
Visual and audible alarms must be in-
stalled at the machinery control sta-
tion to indicate loss of inert gas pres-
sure.

(2) The fuel line must be installed in
a mechanically exhaust-ventilated pipe
or duct, having a rate of air change of
at least 30 changes per hour. The pres-
sure in the space between the inner
pipe and outer pipe or duct must be
maintained at less than atmospheric
pressure. Continuous gas detection
must be installed to detect leaks in the
ventilated space. The ventilation sys-
tem must meet §154.1205.

§154.709

(b) Each double wall pipe or vent
duct must terminate in the ventilation
hood or casing under §154.707(a). Con-
tinuous gas detection must be installed
to indicate leaks in the hood or casing.

§154.707 Cargo boil-off as fuel: Ven-
tilation.

(a) A ventilation hood or casing must
be installed in areas occupied by
flanges, valves, and piping at the fuel
burner to cause air to sweep across
them and be exhausted at the top of
the hood or casing.

(b) The hood or casing must be me-
chanically exhaust-ventilated and
meet §154.1205.

(c) The ventilated hood or casing
must have an airflow rate specially ap-
proved by the Commandant.

§154.708 Cargo boil-off as fuel: Valves.

(a) Gas fuel lines to the gas con-
suming equipment must have two fail-
closed automatic valves in series. A
third valve, designed to fail-open, must
vent that portion of pipe between the
two series valves to the open atmos-
phere.

(b) The valves under paragraph (a) of
this section must be arranged so that
loss of boiler forced draft, flame fail-
ure, or abnormal gas fuel supply pres-
sure automatically causes the two se-
ries valves to close and the vent valve
to open. The function of one of the se-
ries valves and the vent valve may be
performed by a single three-way valve.

(c) A master gas fuel valve must be
located outside the machinery space,
but be operable from inside the ma-
chinery space and at the valve. The
valve must automatically close when
there is:

(1) A gas leak detected under
§154.706(a)(2) or §154.706(b);

(2) Loss of the ventilation under
§154.706(a)(2) or §154.707(c); or

(3) Loss of inert gas pressure within
the double-walled piping system under
§154.706(a)(1).

§154.709 Cargo boil-off as fuel: Gas de-
tection equipment.

(a) The continuous gas detection sys-
tem required under §154.706(a)(2) and
(b) must:

(1) Meet §154.1350(c), (d), and (j)
through (s); and
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